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WARRANTEK
BAO CAO KET QUA THU NGHIEM
ANALYSIS REPORT
Bdo céo sd/Report No.: 2107009160
Ngay/ Date: 26/07/2021
S6 don hang/ Job order No.: 2107009160 ‘ )
Tén khach hang/ Client's name: CONG TY TNHH MOT THANH VIEN KHU
CONG NGHIEP VINH LQC
Dia chi/ Address: L6 A59/1 duong s6 7, KCN Vinh Lgc, P. Binh Hung Hoa B,
) Q. Binh Tén, TP.HCM
Tén mau/ Name of sample: Xem file dinh kém
S6 niém phong/ Seal No.: Khong niém

M&b ta mau/ Sample description:  Mau chita trong chai nhya
Ngay nhin mauw/ Receiving date: 20/07/2021 A

Ngay bit dau phan tich: 20/07/2021

Date of Analysis Commencement

KET QUA THU NGHIEM/ ANALYSIS RESULTS
[Xem trang ké/ See next page(s)]

Ghi chi Notes:

(*) Phuong phap duge cong nhén [SO 17025:2017/ ISO 17025:2017 accredited method.

(**) Chi tiéu ducrc thue hién boi nha thau phu/ Performed by subcontractor.

— Théng tin mdu duge khéch hang cung cap/ Sample information provided by client.

— Két qua phan tich chi c6 gia tri trén mau tha/ Analysis results valid on tested sample only.
Khong duge sao cheép mot phan bao cio két qua thir nghiém nay néu khong duoc s ddng y bing van ban clia Ban Gidm
Péc Cong ty C6 phin WARRANTEK/ This test report shall not be reproduced except in full, without written approval
of Director of WARRANTEK.

Phong Kiém nghiém Dai dién Cong ty C6 phin WARRANTEK
Laboratory \3 a-hehalf of WARRANTEK JSC
280 8444,
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LE NHON PUC ' AU THI HONG VAN
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s WARRANTEK JOINT STOCK COMPANY - Testing Center: » HOCHIMINH City Branch — Testing Center:
Lot A39-26, Nguyen Van Cu Street, My Phuoc Hamlet, My Khanh Village, Van Dat Building, Lot II-1, Street 1, Tan Binh Industrial Park, Tay Thanh Ward,
Phong Dien District, Can Tho City, Vietnam Tan Phu District, Ho Chi Minh City, Vietnam

Tel: +84-292 391 8840 Fax: +84-292 391 8846
Email: operation@warrantek.vn
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WARRANTEK I
BAO CAO KET QUA THU NGHIEM
ANALYSIS REPORT
Béo c4o s6/Report No.: 2107009160
Ngay/ Date: 26/07/2021
Két qua
Ll o Bt s pans Tram cép Tram cép Tra}n P Nuée cip Nude cap
: : nudce tap e %
nude VL1 nude VL3 Sl gilta mang cudi mang
b
2107009160-1 2107009160-2 | 2107009160-3 | 21 070099N 2107009160-5
\
1| pH’ 6.54 6.56 6.52 \“\ 6.81
7 Do duc* NTU 1 Not detected | Not detected | Not detected | Not detpé‘e Not detected
3 Do mau* TCU 5 Not detected | Not detected | Not detected | Not detected Not detected
4 Clodu * mg/L 0.37 0.39 0.35 0.42 032
5 Mui Usual odor | Usual odor | Usual odor | Usual odor | Usual odor
6 Vi Usual taste Usual taste Usual taste Usual taste Usual taste
7 Coliforms * | CFU/100mL 0 0 0 0 0
3 E. coli * CFU/100mL 0 0 0 0 0
9 Asen (As) * mg/L 0.001 | Not detected | Not detected | Not detected | Not detected | Not detected

LOP/13/F01 [05/10/2020]

[Béo céo két thiuc/ End of report]
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s WARRANTEK JOINT STOCK COMPANY - Testing Center:
Lot A39-26, Nguyen Van Cu Street, My Phuoc Hamlet, My Khanh Village,
Phong Dien District, Can Tho City, Vietnam

Tel: +84-292 391 8840

Email: operation@warrantek.vn

Fax: +84-292 391 8840

= HOCHIMINH City Branch

— Testing Center:

Van Dat Building, Lot 11-1, Street 1, Tan Binh Industrial Park, Tay Thanh Ward,
Tan Phu District, Ho Chi Minh City, Vietnam



