Mai s6 mau/ Sample code
| 24.0410.NT.02

—

Ma s&/ Ref. No: 00406/2024/PKQ (24.410)

o

1. Tén khach hang/ Client 's Name:

rJ

»

CONG TY CP XAY DUNG & MOTTRUGONG DAI PHU

\

. Dia diem lay mau/ Sampling location:

. Loai mau/ Type of sample:

DAI PHU CONSTRUCTION & ENVIRONMENT JSC
Dia chi: 156 Varom Lai P An Pha Dong, Quin 12, Tp. 1o Chi Minh

Tel: 02866604779
Website: daiphuenvironment.com or giamsatmoitruong.com.vn

Imail: mtdaiphu@gmail com

PHIEU KET QUA THU NGHIEM
TEST REPORT

CONG NGHE

CONG TY TNHH MOT THANIH VIEN KHU CONG NGHIEP

VIMCERTS
292

TRUNG TAM PHAN TICH VA PHAT TRIEN KHOA HOC

VINH LOC - Lo A59/1, dwong s6 7, Khu cong nghiép Vinh Loc.,
Phuomg Binh Hung Hoa B, Quan Binh Tan, Thanh pho H& Chi
Minh, Viét Nam

Nude thai

4. Thong tin mau/ Sample information:

Vi tri ldy miu (Tén mau)/ Sampling locations

Toa d§/ Coordinate

Nuéc thai dau ra Hé thong xir ly nude thai

X=1197749, Y=05922605

5. Ngay 1Ay mau (nhin mau) /Sample date (Sample receipt): 30/01/2024

6. Ngay tri két qua/ Rerurning results date: 19/02/2024

7. Bang két qua/ Results table

STT/ | Théng sb/ Ponvi/ | Phuong phip thir nghi¢m/ Ket quiv opa B
| No. Parameters Unit Testing methods Testing result 50 ARR(CENC
| 24.0410.NT.02 | 72 5o
oo I A I
2 Chi® mg/L SMEWW 3113B:2017 (MDIEEIO*’ 00 | 0&&
3 | pHe i TCVN 6492:2011 7,71 | 5529

4 | Nhiét do® °C SMEWW 2550B: 2017 26,2 10

5 | Clodu®? mg/L HDCV/DN-H08 026 1.62

6 | Do mau®? Pt-Co SMEWW 2120C:2017 15 121,5

7 TSS®b) mg/L TCVN 6625:2000 18 80

8 | cop®» mg/L SMEWW 5220C:2017 16 121,5 | |

9 | BODs® mg/L TCVN 6001-1:2008 5.2 05 | |

10 | NHa" (tinh theo N)®? mg/L SMEWW 4500-NH3.B&F:2017 0,84 8,1 |

TS mg/L SMEWW 4500-F B&D:2017 0.15 8,1

12 | s¥ew mg | SMEWW 4500-8*.B&D:2017 (MDKLilgm) 0,405

13 | Téng N@ mg/L TCVN 6638:2000 <10 32

14 | Tng P& mg/L TCVN 6202:2008 0,49 4,8 ,

15 | Fe® mg/L SMEWW 3111B:2017 0,17 405 | |

1. Két qua phan tich chi c6 gi4 tri trén mau thir/ Testing results in this test reports are valid only for the sample

2. Khong dugc sao chép mot cach khang ddy di hofic khong c6 sy chilp thugn cia cong ty/ This report will not be reproduced except in full, without approval of

company

Ma sb: TTCL-11/BM08

LAn ban hanh: 01

Ngay ban hanh: 02/07/2021

Trang/ Page No: 172




CONG TY CP XAY DUNG & MOI TRUONG PAI PHU
DAI PHU CONSTRUCTION & ENVIRONMENT JSC

Pia chi: 156 Vuon Lai, P. An Pha Déng, Quén 12, Tp. Ho Chi Minh

Tel: 028.66604779 Email: mtdaiphu@gmail.com

Website: daiphuenvironment.com or giamsatmoitruong.com.vn

16 | CNG@Y mg/L TCVN 6181:1996 bl ]
g : (MDL=0,003) | 081
17 | Cre» mg/L TCVN 6194:1996 251 810
18 | Coliform® MPN/100mL SMEW : s
m W 9221B:2017 (MDL=2) 5.000
19 | Téng ddu m& khoang® /L : S
g g mg SMEWW 5520B&F:2017 (MDL=03) 8,0
20 | Dau m& dong thuc vat® /L : KPH
ong thyc va mg SMEWW 5520B&F:2017 (MDL=0,3) 16,2
21 | Téng Phenol®® /L ; KPH
g mg SMEWW 5530B&C:2017 (MDL=0,002) 0,405
22 AS(a) X KPH
mg/L SMEWW 3114B:2017 (MDL=0,0003) 0,081
23 Cu(a) . KPH
mg/L SMEWW 3111B:2017 (MDL=0,03) 1,62
24 | Zn®@ : KPH
mg/L SMEWW 3111B:2017 (MDL=0,01) 2,43
25 | Mn® L : FH
mg/ SMEWW 3111B:2017 (MDL=0,02) 0,81
26 | Ni® L - , KPH
mg SMEWW 3111B:2017 (MDL=0,05) 0,405
27 | Crom (V)@ L SMEWW 3500-Cr.B: i
%) mg 3500-Cr.B:2017 (MDL=0,003) | 081
28 | Hg®» L SMEWW 3112B:2 Rk
g mg W 3112B:2017 (MDL=0,0003) | 008
29 | cdew L TCVN 6197:2008 KEH 2
mg (MDL=0,03) ot !
Ch thich/ Remarks: , AN \O\
1. (a): Thong sb da duoc Bo tai nguyén va Méi truong cong nhan/ The parameter has been recognized by the Ministry of Natural Resources and Envir@nyiin!) Bi
2. (b): Thong s da dugc ISO/IEC 17025:2017 cong nhin/ The parameter has been recognized by ISO/IEC 17025:2017. ‘ONG *
3. (c): Thong sb giri nha thau phy chimg nhan VIMCERT 077/ The paramelers sent to subcontractors. DAY
4. KPH: Khong phat hign (<MDL)/ Not detected S
5. (1): Gia tri gidi han t6i da theo gidy phép xa thii ctia “Cong ty TNHH Mot thanh vién Khu cong nghi¢p Vinh Loc”. &

TRUONG PHONG THU NGHIEM
Supervised by

N

NGUYEN CHi NHA

POAN THI THUY

1. Két qud phin tich chi co gia tri
2. Khong dugce suo chép mft cach khong

company

Ma sb: TTCL-11/BMO8

Lén ban hanh: 01

trén méu thi/ Testing results in this test reports are valid only for the sample
diy du hofic khdng c6 su chip thuan ciia cong ty/ This report will not be reproduced except in full, without approval of

Ngdy ban hanh: 02/07/2021

Trang/ Page No: 2/2
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